
DN

W D

DN

DW

OVEN

FOYER

200

(LOB02)

BATHING SUITE

202

(TLTS2)
BEDROOM, RES

204

(BRNP1)

BATH, GEN

205

(TLTS2)

BEDROOM, RES

208

(BRNP1)

BATH, GEN

209

(TLTS2)

BEDROOM, RES

210

(BRNP1)

BATH, GEN

211

(TLTS2)

BATH, GEN

213

(TLTS2)

BATH, GEN

215

(TLTS2)

BEDROOM, RES

216

(BRNP1)

BATH, GEN

217

(TLTS2)

BEDROOM, RES

218

(BRNP1)

BATH, GEN

219

(TLTS2)

BATH, GEN

221

(TLTS2)

HOUSE CARE WS

222

(OFD03)

MED SUPPLY

244

(SRSE1)

MED RM

223

(MEDP1)

EQUIP.STOR.

224

(SRE01)
BEDROOM, RES

232

(BRNP1)
BEDROOM, RES

234

(BRNP1)

OFFICE

253

SOILED UTIL

242

(USCL1)

HAC

241

(JANC2)

LAUNDRY

238

(NURL1)

COMM CLO

246

OXYGEN STOR.

245

ELEC RM

225

(TLTS2)

TOILET

203

(TLTS2)

1

3

7

B C D E F

11

BEDROOM, RES

214

(BRNP1)

BATH, GEN

207

(TLTS2)

BEDROOM, RES

212

(BRNP1)

BEDROOM, BAR

206

(BRNP2)

BEDROOM, RES

220

(BRNP1)

BATH, GEN

233

(TLTS2)

BATH, GEN

235

(TLTS2)

CORRIDOR

240

CLEAN LIN

239

(LCCL1)

BIOMED

248

BEDROOM, RES

236

(BRNP1)

BATH, GEN

237

(TLTS2)

INTERDISC. OFFICE

247

ELEV 1

STAIR 1

STAIR 2

249

RECYC/TRASH

249

DINING ROOM

230

(FSCD1)

243

EDUCATION ROOM

262

H

H

J

J

K

K

L

L

2

4

5

2

AE-251

2

AE-251

262

4

AE-301

AE-402

8

E.5

4.5

4.9

A.5A

10

4.2

G.1

1.5

H.8

6

6.9

7.5

G.5 M

M

9.7

LIVING ROOM

228

(DAYR1)

G

G

8

ELEV VEST

261

(LOB02)

CORRIDOR

256

SERVICE CORRIDOR

263

PUBLIC CORRIDOR

264

STAFF TOILET

243

EL. 11' - 0"

EL. 11' - 0"

EL. 11' - 0"

CORRIDOR

257

2

AE-301

3

AE-301

4

AE-302

5.6

8

1C

5

5

8

8

7A

1C

5A

5A

5

7A

1A

1A

5

1B

585

8

8

8 558

7

1B

5A

5A

1B

8

5

8

5A

8

57

2B

1B
1B

1B 8 1B

5

5A 5A

5
7A

5A

5

8 8

5

5A

5A

5 5 5

5A5A

2B

2B 8

261

247 245 246

263

237

248

235

232234

236

264
233

239240A

241

242

240

252

244238

200

201

202

203

200A

253

204

206

207

209
225

224

211

213

212

210

223

260

221

259

214

215

217

216218

219

220

205

208

KITCHEN & SERVERY

231

(IPK01)

252A

PANTRY

255

(SRS01)
TOILET

226

(TLTU1)

QUIET ROOM

201

(WRC01)

1B

222

1

AE-301

5
' 
- 

2
 7

/8
"

3
' 
- 

5
 7

/8
"

1
' 
- 

7
 1

/4
"

9
' 
- 

6
"

5
' 
- 

6
"

4
' 
- 

7
"

1
' 
- 

0
"

7
' 
- 

8
"

8
' 
- 

5
"

1
' 
- 

4
 7

/8
"

1
7
' 
- 

3
 1

/8
"

4
' 
- 

0
"

1
3
' 
- 

8
 1

/2
"

8' - 7" 16' - 6 3/4" 15' - 10" 15' - 1" 15' - 0 7/8" 9' - 1 1/2" 7' - 5" 11' - 5"

2' - 2 5/8"

7' - 11 3/8" 5' - 0 5/8"

2' - 0"

10' - 9" 4' - 5" 15' - 2" 15' - 0 1/8"

3' - 11 5/8"

AE-351

2

AE-352

3

253A

227

250

ELEC ROOM

250

COAT CLO

227

BREAKFAST NOOK

229

(FSCD1)

FUTURE

RELOCATED TACK

ROOM/OFFICE

FUTURE SERVICE

ELEVATOR

1C

F.E.C.

F.E.C.

F.E.C.

F.E.C

8.1

G.9

AE-105

2
Sim

AE-106

1
Sim

AE-105

1
Sim

AE-105

3
Sim

ROOF LADDER

AND HATCH
226

7.2

CORRIDOR

258

ALCOVE

260

CORRIDOR

259

MULE STORAGE

266

BALCONY

269

AE-103

5

ROOF BELOW

MATCHLINE "A"

11' - 4 1/8"

9' - 0 3/8"

1

AE-302

1.2

3

AE-303
1

AE-303

AE-201

1

AE-2012

AE-201

3

AE-2014

2

AE-303

RWC

4

AE-202

AE-202 2

AE-203 3

AE-202 3

AE-201 5ELEV 2

AE-202

1

RWC

RWC

RWC

RWC

RWC

F.E.C.

PNEUMATIC

TUBE STATION

5

AE-303

31

31

T/FIN FLR

T/FIN FLR

T/FIN FLR

4

AE-303

1
6
' 
- 

8
"

6' - 8 3/8"

CANOPY

ROOF

CANOPY ROOF

1' - 4 1/8"

41' - 0 3/4" 17' - 7 1/4" 10' - 4 7/8" 21' - 3 1/4" 27' - 4 1/8" 17' - 4 1/8"

EQ 5' - 0"

1' - 2"

5' - 0"

1' - 2"

5' - 0"

1' - 2"

5' - 0"

1' - 2"

5' - 0"

1' - 2"

5' - 0" EQ

4
' 
- 

8
"

5
' 
- 

0
"

4
' 
- 

4
"

5' - 0" 7' - 0" 19' - 11 3/8" 5' - 0" 3' - 0" 7' - 0"

2' - 4" 2' - 8 1/8"

6' - 6"

9

5
' 
- 

8
 3

/8
"

2
' 
- 

4
"

5
' 
- 

0
"

2
' 
- 

8
"

5' - 0" 8' - 4" 7' - 0" 4' - 4"

5' - 0" 6' - 1" 6' - 3"

19' - 7 3/8"

2
0
' 
- 

2
 3

/4
"

8' - 8 3/8"

8
' 
- 

1
0
 3

/8
"

1
3
5
°

6
' 
- 

3
 1

/4
"

6
' 
- 

1
"

5
' 
- 

7
"

1
0
' 
- 

0
"

7
' 
- 

0
"

3
' 
- 

0
 3

/4
"

5
' 
- 

0
"

7
' 
- 

0
"

7
' 
- 

1
0
 1

/4
"

7
' 
- 

0
"

6
' 
- 

4
 3

/4
"

4
' 
- 

4
"

1
3
' 
- 

1
1
 1

/8
"

8
' 
- 

1
"

3
' 
- 

2
 3

/4
"

4
' 
- 

9
"

1
5
' 
- 

2
 1

/2
"

8
' 
- 

1
1
 5

/8
"

9
' 
- 

1
0
"

1
2
' 
- 

5
 1

/8
"

6
' 
- 

9
 1

/8
"

3
' 
- 

1
1
 5

/8
"

9
' 
- 

1
1
 3

/4
"

7
' 
- 

3
 3

/4
"

1
7
' 
- 

1
1
 1

/4
"

2
0
' 
- 

0
 3

/4
"

1
5
' 
- 

0
"

1
6
' 
- 

7
 1

/4
"

7
' 
- 

7
 1

/4
"

3
0
' 
- 

3
 3

/8
"

1
1
4
' 
- 

9
 3

/4
"

15' - 0" 31' - 5 3/8" 15' - 0"

8
' 
- 

8
 3

/4
"

1
6
' 
- 

7
 1

/4
"

7
' 
- 

7
 1

/4
"

2
3
' 
- 

7
 1

/4
"

6
' 
- 

7
 7

/8
"

6
 5

/8
"

1
' 
- 

1
0
 3

/8
"

5
' 
- 

0
"

4
' 
- 

2
"

1
2
' 
- 

0
"

3
' 
- 

7
 1

/8
"

5
' 
- 

0
"

1
4
' 
- 

1
 1

/8
"

7
' 
- 

0
"

3
' 
- 

9
 3

/4
"

14' - 8 3/8" 58' - 2"

2' - 1 3/8"

6' - 0" 2' - 4" 6' - 0" 2' - 4" 6' - 0"

2' - 4 3/8"

4' - 0" 7' - 0" 3' - 8 3/8" 7' - 0" 8' - 8" 7' - 0"

8
' 
- 

0
 3

/8
"

4
' 
- 

0
 3

/8
"

1" EXPANSION JOINT

230

AE-703

11

3A

3

3

FD

FD

8' - 0" 8' - 0"

1C5

8
' 
- 

0
"

5

CASED OPENING

1
4
' 
- 

0
"

6
 5

/8
"

RD/

OFD

RD/

OFD

20' - 7 1/4"

10' - 0" 9' - 0"

1' - 7 1/4"

7
' 
- 

4
"

61' - 5 1/4"

256a

3

AE-950

1A. 1 HOUR FIRE-RATED BARRIER OR 1 HOUR FIRE RATED SMOKE BARRIER

5/8" FIRE-RATED GYP.BD. ON BOTH SIDES OF 3 5/8" METAL STUDS

@ 16" O.C. FROM FLOOR TO ROOF OR FLOOR DECK ABOVE.  PROVIDE

RATE SEALANT AT TOP AND BOTTOM EDGES OF GYP. BD. PROVIDE

FIRE SAFING AT FLUTES OF FLOOR OR ROOF DECK ABOVE PER UL NO.

U419.

1B. 0 HOUR SMOKE PARTITION (NON-RATED)

CORRIDOR PARTITION, SMOKE SEALED TOP, AT RATED CEILING AND

AT FLOOR.  5/8" GYP.BD. ON BOTH SIDES OF 3 5/8" METAL STUDS, 16"

O.C., (AT CHASE WALLS, PROVIDE GYP.BD. ON FINISHED SIDE OF

STUDS.)

1C. 2 HOUR FIRE-RATED BARRIER

2 LAYERS 5/8" FIRE-RATED GYP.BD. ON BOTH SIDES OF 3 5/8"

METAL STUDS @ 16" O.C.. SEAL GYP BD. AT FLOOR AND AT ROOF

DECK OR FLOOR STRUCTURE ABOVE.  PROVIDE FIRE SAFING AT

FLUTES OF FLOOR OR ROOF DECK ABOVE PER UL NO. U419.

2A. 1 HOUR FIRE-RATED BARRIER

NOMINAL 8"X8"X16" CONCRETE MASONRY UNIT TO UNDERSIDE OF

RATED STRUCTURE ABOVE PER IBC TABLE 720.1(2), ADD ONE LAYER

OF 5/8" GYP. BD. ON ONE SIDE OF 1 5/8" METAL STUD FURRING @

16" O.C.  SEAL TOP OF WALL WITH FIRE SAFING AT ROOF OR FLOOR

DECK ABOVE.

2B. 1 HOUR FIRE-RATED BARRIER

NOMINAL 8"X8"X16" CONCRETE MASONRY UNITS TO UNDERSIDE OF

RATED STRUCTURE PER IBC TABLE 720.1(2).

3. 1 HOUR FIRE-RATED SHAFT WALL

2 1/2" C-H STUDS AT 24" O.C. COVERED ONE SIDE W/ ONE LAYER 5/8"

TYPE "X" GYPSUM BOARD,  OPPOSITE SIDE COVERED W/ 1" GYPSUM

PANELS, PER UL NO. U415A.

3A. 2 HOUR FIRE-RATED SHAFT WALL

2 1/2" C-H STUDS AT 24" O.C. COVERED ONE SIDE W/ TWO LAYERS

5/8" TYPE "X" GYPSUM BOARD,  OPPOSITE SIDE COVERED W/ 1"

GYPSUM PANELS, PER UL NO. U415B.

4. 2 HOUR FIRE-RATED BARRIER

8" CMU FROM FLOOR TO STRUCTURE ABOVE- SEAL TOP OF WALL WITH

FIRE SAFING AT ROOF OR FLOOR DECK ABOVE PER UL NO. U905.

5. TYPICAL PARTITION

5/8" GYP. BD. ON BOTH SIDES OF 3 5/8" METAL STUDS, @ 16" O.C.,

GYP. BD. TO STRUCTURE ABOVE.

5A. SAME AS (5) W/ 2" SOUND ATTENUATION BLANKETS

6. NOT USED.

7. CHASE WALL (WIDTH VARIES)

5/8" GYP.BD. ON ONE SIDE OF STAGGERED 3 5/8" METAL STUDS, @

16" O.C., PROVIDE GYP.BD. ON EACH FINISH SIDE OF CHASE; GYP.BD.

TO FIRE-RATED CEILING OR ROOF ASSEMBLY ABOVE.

7A. SAME AS (7) W/ 2" SOUND ATTENUATION BLANKETS IN BOTH LINES OF

STUDS.

8. 5/8" GYP.BD. ON BOTH SIDES OF 6" METAL STUDS

9A. 0 HOUR RATED PARTITION W/ SOUND RATING

1/4" BASE LAYER GYP.BD. W/ 5/8" GYP.BD. ON BOTH SIDES OF

2 1/2" METAL STUDS @ 24" O.C., W/ 1" SOUND INSULATION (STC55)

10. LOW WALL PARTITION

      5/8" GYP. BD. ON BOTH SIDES OF 3 5/8" METAL STUDS @ 16" O.C., TO

HEIGHT OF COUNTER TOP

*  FOR TOILET RM PARTITIONS FACING A PUBLIC CORRIDOR, 2"

SOUND ATTENUATION SHOULD BE ADDED.

PARTITION TYPES:

SCALE  1/8" = 1'-0"
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GENERAL NOTES:

1. INTERIOR DIMENSIONS ARE FROM FINISH TO FINISH OR CENTERLINE OF

COLUMNS UNLESS NOTED OTHERWISE.

2. TOLERANCES FOR BUILT-IN ITEMS, INCLUDING ARCHITECTURAL WINDOWS,

CASEWORK AND APPLIANCES MUST BE FIELD VERIFIED BY THE

CONTRACTOR TO ENSURE ADEQUATE CLEARANCES AND PROPER FIT.

3. REFER TO REFLECTED CEILING PLANS FOR CEILING HEIGHT AND TYPES.

4. REFER TO FINISH SCHEDULE FOR ALL FINISHES THROUGHOUT THE

PROJECT.

5. REFER TO 1/8" SCALE PLANS FOR DOOR AND WINDOW DESIGNATIONS.

6. REFER TO LIFE SAFTEY PLANS FOR LOCATION OF FIRE RATED PARTITIONS.

7. PROVIDE FIRE RETARDATION WOOD BLOCKING AS REQUIRED FOR

INSTALLATION OF FUTURE GRAB BARS.

8. PROVIDE FIBER-REINFORCED WATER & MOLD RESISTANT GYPSUM PANELS

AT ALL 'WET' WALL LOCATIONS AND WALLS BEHIND AND ADJACENT TO

SINKS.

9. CENTER VANITY LIGHTS ABOVE MIRRORS.

10. ALL ROOFTOP HVAC EQUIPMENT TO HAVE SCREENED ENCLOSURES

LEGEND:

FEC = FIRE EXTINGUISHER CABINET

RWC = RAIN WATER CONDUCTOR AND OVERFLOW CONDUCTOR

= HANDRAIL LOCATED ON BOTH SIDES OF CORRIDOR, TYP.

= FUTURE CONSTRUCTION


